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 SHORT TERM INVESTMENT,  COFINANCING WITH EU FUNDS,
FIRST PHASE - NECESSARY

PRIHVATLJIVA / SHORT TERM INVESTMENT,  COFINANCING WITH EU
FUNDS, SECOND PHASE - ACCEPTABLE

 LONG
TIME INVESTMENT,  COFINANCING WITH OWN FUNDS

EXISTING SEWER NETWORK

GRANICA AGLOMERACIJE / AGGLOMERATION BORDER

PRESSURE PIPELINE

CRPNA STANICA / PUMPING STATION

/ WASTEWATER TREATMENT PLANT

OBORINSKA KANALIZACIJA / STORM WATER SEWERAGE

LEGENDA  / LEGEND:

PODMORSKI ISPUST - PLANIRANI / SUBMARINE OUTFALL - PLANNED

HAVARIJSKI ISPUST / EMERGENCY OUTFALL

 EMERGENCY OUTFALL - EXISTING
Prilog 1. Pregledna situacija planiranog zahvata, M 1 : 15 000
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LEGENDA:

01.  

02. ULAZNA CRPNA STANICA

03. 

04. FINA SITA

05. AERIRANI PIJESKOLOVI I MASTOLOVI

06. RAZDJELNI KANAL

07. SBR BAZENI

07.a SBR BAZEN- 2. faza izgradnje

08. STANICA PUHALA

09. IZLAZNO MJERNO MJESTO

10. SPREMNIK MULJA

11.

12. DEHIDRACIJA MULJA

12.a CRPNA STANICA ZA SANITARNE VODE I 

PROCJEDNE VODE (CENTRATI)

13. 

14.a FILTAR OTPADNOG ZRAKA

14.b FILTAR OTPADNOG ZRAKA

15. TRAFOSTANICA

16. AGREGAT

17. 

18. 

19. 

OTPADNE VODE (PEHD DN 710 mm)

20. VODOMJERNO OKNO
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Prilog 3. Lokacije postaja za mjerenje kvalitete zraka i razina

buke

Legenda:


